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Coast Guard, DHS § 112.25–1 

of power to meet § 56.60(d) of this chap-
ter. 

(t) Each ship’s stabilizer wing, unless 
a separate source of emergency power 
is supplied. 

(u) Each indicator that shows the po-
sition of the stabilizer wings, if the 
emergency power source is its emer-
gency source of power. 

(v) Each smoke extraction fan (not 
including smoke detector sampling) 
and CO2 exhaust fan for spaces. 

[CGD 74–125A, 47 FR 15267, Apr. 8, 1982, as 
amended by CGD 94–108, 61 FR 28287, June 4, 
1996; 61 FR 36787, July 12, 1996; USCG–2010– 
0759, 75 FR 60003, Sept. 29, 2010] 

§ 112.15–10 Loads on systems without a 
temporary emergency power 
source. 

If there is no temporary emergency 
power source, the loads under § 112.15–1 
must be arranged so that they can be 
energized from the final emergency 
power source. 

Subpart 112.20—Emergency Sys-
tems Having a Temporary and 
a Final Emergency Power 
Source 

§ 112.20–1 General. 
This subpart contains requirements 

applicable to emergency power instal-
lations having both a temporary and a 
final emergency power source. 

§ 112.20–3 Normal source for emer-
gency loads. 

(a) The normal source for emergency 
loads must be the ship’s service gener-
ating plant. 

(b) The power from the ship’s service 
generating plant for the emergency 
loads must be supplied to the emer-
gency switchboard through automatic 
transfer switches. 

§ 112.20–5 Failure of power from the 
normal source or final emergency 
power source. 

(a) If there is a reduction of potential 
of the normal source by 15 to 40 per-
cent, the loads under § 112.15–1 must be 
automatically supplied from the tem-
porary emergency power source. 

(b) For systems in which a reduction 
of frequency of the normal source or 
final emergency power source ad-

versely affects the emergency system 
and emergency loads, there must be 
means to transfer the loads under 
§ 112.15–1 to the temporary emergency 
power source upon a reduction in the 
frequency of the normal source or final 
emergency power source. 

§ 112.20–10 Diesel or gas turbine driv-
en emergency power source. 

Simultaneously with the operation of 
the transfer means under § 112.20–5, the 
diesel engine or gas turbine driving the 
final emergency power source must 
start automatically with no load on 
the final emergency power source. 

§ 112.20–15 Transfer of emergency 
loads. 

(a) When the potential of the final 
emergency power source reaches 85 to 
95 percent of normal value, the emer-
gency loads under § 112.15–5 must trans-
fer automatically to the final emer-
gency power source and, on a passenger 
vessel, this transfer must be accom-
plished in no more than 45 seconds 
after failure of the normal source of 
power. 

(b) When the potential from the nor-
mal source has been restored, the 
emergency loads must be manually or 
automatically transferred to the nor-
mal source, and the final emergency 
power source must be manually or 
automatically stopped. 

(c) If the potential of the final emer-
gency power source is less than 75 to 85 
percent of normal value while sup-
plying the emergency loads, the tem-
porary emergency loads under § 112.15–1 
must transfer automatically to the 
temporary emergency power source. 

Subpart 112.25—Emergency Sys-
tems Having an Automatic 
Starting Diesel Engine or Gas 
Turbine Driven Emergency 
Power Source as the Sole 
Emergency Power Source 

§ 112.25–1 General. 
This subpart contains requirements 

applicable to emergency power instal-
lations having an automatic starting 
diesel engine or gas turbine driven 
emergency power source as the sole 
emergency power source. 
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